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TEMPORARY CANTEEN NUMBERED NOTES (ThiS Drawing)
OFFICE
@ THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING ALL NECESSARY WIRING, CIRCUITS, CONNECTIONS,
MODIFICATIONS TO THE EXISTING FIRE ALARM EQUIPMENT, AND DEVICES FOR THE PROPER INTEGRATION OF
ALL ELEVATORS IMPACTING THE FIRE FIGHTERS PHASE | OPERATION.
@ LOCATION OF EXISTING FIRE ALARM CONTROL PANEL FOR HARDWIRED ZONED SYSTEM.
@ REFER TO DRAWING E601 FOR FIRE ALARM DEVICES ASSOCIATED WITH ELEVATOR.
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